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NOTES:

TRANSFORMER BASES MANUFACTURED BY AKRON FOUNDRY COMPANY.
MODEL TB1-AF MODIFIED 17 I.W OR APPROVED EQUAL.
ALL BREAKAWAY T-BASES SHALL BE OF TYPE APPROVED BY FHW.

133,"
REF.

125"
BOLT CIRCLE

TOP AND BOTTOM BOLT HOLES WILL ACCOMODATE
A MAXIMUM 1" DIAMETER BOLT.

THE CONTRACT AREA OF THE TRANSFORMER BASE AGAINST

VIEW B-B

THE CONCRETE FOUNDATION SHALL BE SHOP COATED WITH
COAL TAR EPOXY BITUMASTIC 300M OR EQUAL MEETING

SSPC - PAINT 16 SPECIFICATIONS.

THE THICKNESS OF

THE COATING SHALL BE BETWEEN 6 AND 8 MILLS.
THE COATING SHALL BE COMPLETELY DRY BEFORE SHIPMENT.

. USE APPROVED BREAKAWAY CABLE CONNECTOR KITS WITH ALL

LIGHTING STRUCTURES AND OVERHEAD SIGN STRUCTURES.
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